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A. REFER TO 1.M—001 FOR MECHANICAL LEGEND, ABBREVIATIONS, AND
- GENERAL NOTES.
D, B. REFER TO 1CA.MD601 TO 1CA.MDB09 FOR SITE PHOTO LOCATIONS.
\ \¥(E)pNUE DAMPER (15) K C. AHU-2, 5, 6, 7, AND 8 ARE TO HAVE ALL INTERNAL INSULATION
T0 % (E)PNUE DAMPER | REMOVED PER SPECIFICATION SECTION 230130.51. ALL AHU SECTIONS
RF—5 (E)(2)PNUE DAMPERS (15) DOWNSTREAM OF THE COOLING COIL SHALL BE EXTERNALLY INSULATED
I /OFF OF RF_5 e (15 PER SPECIFICATION SECTION 230130.51.
N(E)PNUE DAMPER(15y [ A D. ALL HEATING COILS, COOLING COILS, AND HEAT RECOVERY COILS ON
DA—1 L AHU—1, 2, 4, 5, 6, 7, AND 8 SHALL BE CLEANED PER SPECIFICATION
E)PNUE DAMPER SECTION 230130.51.
(E)PNUE DAMPER(15) [( ) (5
\DA—2 C/(E)MPR EY1-uH-1 (L e KEY NOTES <:>
1 TO C/(E)MPS 1. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
‘ EF—4 (E)RF-5 TO 1CA.MH501 FOR CONTROLS INFORMATION.
(o) s o [
S (E)SF-5 o J | (E)AHU-8 2. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
(5) O () SR - TO 1CA.MH502 FOR CONTROLS INFORMATION.
/E’?&Q&JRE C\Q(E)CWR@ 4 3. REFER TO 1CA.MP501 FOR NEW GC AND GCR PIPING.
\ (E)CWS 4. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
: TO TO 1CA.MH503 FOR CONTROLS INFORMATION.
RF—3
o\ 5. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
/ (E)RF—8 TO 1CA.MH504 FOR CONTROLS INFORMATION.
f EV1H_ G3) 6. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
(E)(4) SENSORS , (E)1H- TO 1CA.MH505 FOR CONTROLS INFORMATION.
/
\\\L(E)STEAM e 7. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
(E) 1-RCU—5 ~_VALVE (ELEC) - TO 1CA.MH506 FOR CONTROLS INFORMATION.
ON ROOF RS e 8. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
~ o - TO 1CA.MH507 FOR CONTROLS INFORMATION.
~N L~
(E)1-H-5 >< 9. EXISTING GLYCOL PUMPS AND COILS TO RECEIVE NEW DDC CONTROLS;
T~ NN REFER TO 1CA.MH510 FOR CONTROLS INFORMATION. REFER TO 1CA.MP501
_==><T_ ~_ FOR NEW PIPING.
\ sl —— s N
i =l _-- ~_ 10. EXISTING FEU CONTROL CABINETS TO BE CONVERTED FROM PNEUMATIC TO
I ) >L ~
(15) (E)PNUE DAMPER DA-1 : e o o obe.
] \ < < 11. EXISTING JCI NAE CONTROLLERS.
© 5 S
(15) SD =< = (E)1—EF—15 12. REPLACE MOTOR ON EXISTING AHU—5 SUPPLY FAN WITH A 20.0HP, 4086V,
) S O 3PH, 4W PREMIUM EFFICIENCY MOTOR PER SPECIFICATIONS.
(15)(E)PNUE DAMPER DA—2— PE—6| (E)1—EF—2 =1 - > ~
3 >< i o 13. REPLACE EXISTING MOTOR ON RF—8 WITH A 10.0HP, 406V, 3PH, 4W
= o o PREMIUM EFFICIENCY MOTOR PER SPECIFICATIONS.
S/S = et
(15) (15) —4 o o (E)1-EF-9 14. REPLACE EXISTING FAN BEARINGS ON EF—15.
(E)PNUE DAMPER (E)PNUE DAMPER L L
_\ % /AND PE—2 (E)TE—1—24 o o 15. EXISTING PNUEMATIC DAMPER ACTUATOR (AND ASSOCIATED E/F SWITCHES)
- @ | | TO BE REPLACED WITH DDC ACTUATOR; REFER TO ASSOCIATED CONTROL
\ L L SEQUENCE FOR DETAILS.
s r z z
(E) W (E)ERC-15 (E)ERC—3B T T 16. REMOVE EXISTING GC AND GCR PIPING, PUMPS, EXPANSION TANKS, ETC.
1—-EF—24 2 2 AS INDICATED.
e it (E)1-PF-3B < <
(E)1—ET-5 [, —\»___/ ~(EPF-2 LEGEND
| ‘ T T q ) END OF DEMOLITION
(E)1—EF—1 B j//
|| ) (E)1—UH-2 EXISTING ITEMS TO BE DEMOLISHED
/ %
/ ¥ 7S (E) EXISTING ITEM
@K bl P ® ALl
I bt p i i i S T2 (D) DEMOLISH ITEM
(E)1 UH- | { (E) GLYCOL MIX TANK AND PUMP AIR (N) NEW ITEM REQUIRING DEMOTION
, SEPARATOR W/ AUTO AIR ELIMINATOR ~
| PIPED TO FLOOR DRAIN. EXPANSION
(D)1—P—12~_ | TANK 12°—0”" MIN. AFF (E)1-ET—4 SRR /)
52 (3) ENVIRO. PHOTO INDICATOR
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) | OTHER [ELEV.#9=3 g
OTHER (0)2-1/2 | MECH.RM. - GENERAL NOTE:
STAIRS I ALL EXISTING PIPING, DUCTWORK,
S5 I SPRINKLERS, CONDUIT, LIGHTING OR OTHER
l CONSTRUCTION SHALL BE RELOCATED AS
- ! NECESSARY FOR ALL DEMOLITION AND
| INSTALLATION WORK.
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